Stria™ Cladding———— >

Apply continuous 6mm bead
of Bostik Seal n Flex -1 or
Sika Sikaflex 11FC adhesive
sealant

Bottom plate

) Nail at 600mm centres
{3 65 x 2.8mm RounDrive ring

shank nails for batten fixing

70 x 199mm CLD™ Structural
Cavity Batten

Flexible underlay

30 x 1.6mm C series stainless
steel brad
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Hardie™ 28mm cavity closure
Note: Site cut edges to be primed
jhl_stri_u_003 jhl_stri.rvt
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JamesHardie“ Stl‘la ™ Cladd|ng Scale:1:2
On CLD™ Structural Cavity Batten with Flexible Underlay
i jameshardie.co.nz FOUNDATION DETAIL OPTION 1 Figure 3
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